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Abstract— This research paper proposes a framework to 
perform (hardware in the loop) HIL simulation in real-time (RT), 
the framework includes steps for the formulation of the Target RT 
Computer and Open Source System, which are important 
elements in RT modelling. In order to carry out tests, the 
implementation of the frequency response of a single area electric 
power system, including primary frequency control, is proposed. 
The electric power system was prepared to be implemented in the 
RT-Lab software that is compatible with MATLAB Simulink, in 
order to simulate in real-time with the Opal OP4510 device. 
Besides, the controller was designed in Simulink to be able to 
implement through the Arduino programming platform; they 
were also connected to work in HIL in RT. The results of the 
simulation and performance analysis show that for the case 
proposed with HIL, the primary control happens within a few 
seconds of the frequency variation. The control helps to re-
establish the balance between the generated power and power 
demanded, thus stabilizing the system frequency. Elements 
formulated using this framework were successfully used in the 
primary frequency control.  

Keywords— Hardware in the loop, Arduino DUE, Opal RT-Lab, 
real-time simulation, frequency response 

I. INTRODUCTION 

Systems theory is an interdisciplinary theory dedicated to the 
study of systems; where a system is defined as a group of 
interacting or interrelated entities that form a unified whole. A 
system could be something physical as a single organism, any 
organization or society, or any electro-mechanical or 
informational artefact; but also, more abstract as the financial 
system. System of systems (SoS) is not a new approach; 
however, this is an opportunity for the systems engineering 
community to define the complex systems of the twenty-first 
century. An SoS can be seen as the viewing of multiple, 
dispersed, independent systems in context as part of a more 
extensive, more complex system, as shown in Figure 1. There 
are several definitions of SoS, some of which are dependent on 
the particularity of an application area. In this paper, the SoS, 
also known as "super system" is defined as an integration of 

complex systems or dedicated systems coordinated together, 
that pool their resources and capabilities together to create a new 
system which offers more functionality and performance, to 
achieve a broader objective with even greater importance. The 
methodology for defining, abstracting, modelling, and analyzing 
systems of systems is referred to as systems of systems 
engineering [1], [2], [3]. 
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Figure 1. Schematic representation of an SoS inside a containing system. 

A critical aspect of the SoS is that it brings together a set of 
systems for a task that none of the systems can accomplish on 
its own. The energy system is an excellent example of an SoS: 
smart grid, smart houses, and integrated 
production/consumption, etc. When a controller is designed, the 
option to ensure that this control is really doing what is expected 
is to perform an offline simulation. Ideally, what can be expected 
is to perform the actual implementation of the control, 
something that is, in most cases, complicated. Currently, with 
the significant development of the technology in the area of 
simulation of systems, it is possible to perform simulation in RT 
to be able to make tests of implementation of controllers using 
sophisticated equipment, thus achieving software in the loop or 
Hardware in the Loop, the latter is what that this research paper 
focuses. The main objective of this paper is establishing the 
elements to create a structure that facilitates the implementation 
of a hardware controller in an RT environment. This can be done 
by modelling and simulating systems in RT, where software and 
hardware parts are included, also called co-simulation [4]. Two 



different structures are implemented, proposing specific steps 
for the design of a controller that will be programmed in open-
source hardware using analog signals and the rest of the system 
that is the model of the plant will be placed in a simulator in RT 
HIL. This will result in full implementation, thanks to the 
asynchronous communication between the model of the plant in 
the HIL device and the controller in the open-source hardware. 
This is a case of application of SoSE. According to the 
configuration and application, RT simulation can be classified 
into three main categories: a) fully digital simulation; b) 
controller HIL (CHIL) simulation; and c) power HIL (PHIL) 
simulation. The application of DRTS (digital simulations in 
RT), is involved in several stages of product development in the 
industry, these stages are usually: Specify Feasibility, Design 
RT, Prototyping RT, implement RT, test RT [5]. 

The co-simulation is a platform that allows the analysis of 
monitoring and control system applications for MV/LV 
electrical grids [6]. These tests on real systems can be costly and 
time-consuming. Besides, it is necessary to build prototypes to 
perform the tests; these tests in real conditions can be done using 
offline simulations. Methods for RT simulation (RTS) include 
the use of hardware: digital signal processors, general-purpose 
processors, as well as reconfigurable computational solutions 
that employ Field-Programmable Gate Arrays (FPGA) [7].  

II. SYSTEM IN THE LOOP (SS-I-L) 

A. Logic Layout 

In this section, a logical Layout of the SS-I-L architecture is 
described. In Figure 2, it can be seen, the Target RT Computer 
(TARGET-RTC) is connected to the Interacting Open Source 
System (OS-SYS) and coupled to a Host Computer (HOST-PC). 
TARGET-RTC is responsible for preparing, controlling and 
configuring the simulation platform in RT, and is also 
responsible for the entry and registration of data by the user to 
do this uses a high-performance processor. 

TARGET-RTC

HOST-PC

IO
-Analog
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-PWM

OS-SYS 1

In= 11,..,1i
Out= 11,.., 1j
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Figure 2. Logical Layout for SS-I-L 

B. Description of Main Blocks 

(i) TARGET-RTC: Is the system of interest is coupled to a 
set of N Open Source System, the function of the TARGET-
RTC is to administer, control and configure the simulation 
platform in RT. (ii) OS-SYS: The OS-SYS is the interacting 
system, are auxiliary hardware whose function is to receive and 
generate signals related to the dynamic system that the 
TARGET-RTC will simulate. OS-SYS can be implemented by 
various hardware platforms, such as microcontrollers, digital 
signal processors, and other devices that have digital and/or 
analog inputs and outputs. Each OS-SYS can include i digital 
and/or analog inputs and outputs. Thus, each SS-I-L must have 

at least one OS-SYS module. (iii) HOST-PC: Is the development 
computer where RT models are designed, using specialized 
software for model and system design, and specialized software 
for RT model implementation. 

III. FRAMEWORK FOR TARGET-RTC AND OS-SYS 

Transferring a simulation model from PC to simulation in 
RT is a process that may require a significant reconfiguration of 
the original model. The main objective of model preparation is 
to ensure that the model is capable of operating in RT. The 
model is possible in RT if it is sufficiently precise to generate 
simulation results that coincide with what is expected, based on 
theoretical models and empirical data. Also, fast enough to run 
on the destination machine in RT without overshoot. In the 
preparation of the model, the reference results are obtained, and 
the step size is determined to evaluate if it is probable that the 
model is possible in RT. In order to build an RT-HIL model and 
perform tests, the following necessary steps are proposed in the 
next subsections. 

A. Model design for RT 

A model should be created in a high-level programming 
environment to simulate the behavior of dynamic systems and 
configure their parameters to use a fixed-step solver that 
specifies a sample time compatible with the RT requirements of 
the model. 

1) Offline model simulation.  This simulation is carried out 
to guarantee that the model works correctly. The outputs can be 
calculated for given time values; the calculated time vector is 
not connected to a physical clock, so the outputs are calculated 
as fast as H-COMP can achieve. The elapsed time of the 
simulation may differ from the elapsed time of the real system. 

B. Parameter configuration: development and target 
equipment 

The configuration of the communication method between H-
COMP and M-TARGET involves the construction of the model 
to implement in RT, the configuration of sampling time and 
environment of construction and IO configuration and 
connection. 

1) Model construction for RT implementation. Set the 
configuration parameters of the model in values compatible 
with real-time execution. 

2) Setting the built environment.  The compilation 
environment must be configured. The environment includes the 
coder options, the RT compilation options, and the C compiler 
options. 

3) IO Configure-connections to the physical hardware. 
Configuration the IO modules on the target computer and 
connect the modules to the physical hardware. 

C. Build and download the RT model 

The RT real an M-TARGET bust be created and 
downloaded.  

1) Run the RT model. The RT software uses real-time 
resources on the target computer. Based on your sample rate, 
the RT software uses interrupts to step the model at the sample 
rate. With each new interrupt, the real-time application 
computes the block outputs from your model. 



2) Signal analysis. Scopes created by RT scope blocks 
acquire data according to Simulink sample time rules. Scopes 
can gather data at the top level or in an enabled or triggered 
subsystem. 

3) Setting Parameters. Parameters tuning such as time 
delays, input and output amplitudes, and input and output 
frequencies. 

D. Model tests 

It is necessary to make a test model, to verify that the model 
is running correctly. 

IV. OPAL MODEL  OP4510 RT SIMULATOR 

The OP4510 simulator is a complete system that works with 
a Kintex7 FPGA programmable device; this simulator is 
designed to be used as a desktop computer, it contains a 
powerful and flexible computer, a powerful high-speed 
processor and a signal conditioning stage. Standard connectors 
(DB37, DB9) are used in the IO. The location of IO is identified 
by a slot or group number, a module number and a subsection 
number. Table I shows the details of the signal conditioning 
modules provided in the system. 

TABLE I.  LOCATION OF SIGNAL CONDITIONING MODULES  

I/O group Subsection A Subsection B 
1 Digital Input OP5353 Digital Outputs OP5360-2 
2 Analog input OP5340 

(1 MSPS) 
Analog Output OP5330 

Optional expansion module 6TX/6RX 
TX/RX 0-5 OP5969-1 RS422 DIO (OP4510-1) 

A. Bitstream configuration files for IO: 

To be able to use IO in the simulation of models in RT using 
OP4510 it is necessary to use two types of files: .Bin and .Conf, 
which have the purpose of configuring inputs and outputs of the 
simulator, these are provided by the manufacturer of OPAL-RT. 

.Bin file: The .bin file is provided together with the system by 
OPAL-RT; this file is intended to answer all the simulation 
needs in RT. 
.Conf file: The .conf files are the configuration files, the device 
has slots and sections, the current bitstream is made for a 
hardware configuration for example with an analog output card 
in group 1A, an analog input card in group 1B, a digital input 
card in group 2A and a digital output card in group 2B. 

These bitstream files are VHDL encoded files and need to be 
loaded on the FPGA card of the target computer so that they can 
be configured before real-time simulation execution. The 
Simulink RT-LAB blocks used to access the IOs in the OP4510 
simulator use the following identification nomenclature: Slot X 
Module Y Subsection Z. 

Assignment of the Simulink ID to the actual physical IOs in 
the OP4510, Table II is used as a reference. For example, Slot 2. 
Module B. Subsection 1. The following Figure 3 shows the 
arrangement of the signal subsections in the DB37 and DB9 
connectors. For more details on the type of cards, reader can 
consult the reference sheets of OP4510 in [9], [10], [11] and 
[12].  

 

TABLE II.  LABELS SIMULINK IO BLOCK AND OP4510 IOS 

IO nomenclature of the Simulink 
block 

Identification IO (ID) 
nomenclature in OP4510 

Slot Group (Subsection) 
Module A 1 
Module B 1 
Module A 2 
Module B 2 

 

 
Figure 3. Singular area electrical system with an energy storage device. 

To work with this model in RT and perform HIL the model 
of Figure 3 has to be rearranged, the electric model will be 
charged in OPAL-RT, and the storage model BEES will be 
loaded in an Arduino DUE model Figure 4. 

 
Figure 4. Connection diagram between Opal and Arduino. 

From the system of Figure 4, it is necessary to separate it into 
two subsystems to work in OPAL-RT, and it must be taken into 
account that some components of the model will be in the 
subsystem SM (computing) and SC (interface) the computing 
components only they are in the SM subsystem, Figure 5. 

 
Figure 5. Master and console subsystems for use in RT-LAB 

B. Master subsystem 

In this SM master subsystem, all the computational elements 
of the mathematical operations model, IO blocks, etc. are placed. 
So here the power system will be placed. OPAL-RT has 
designed the OpComm block to allow communication between 



Command Station, which is the computer where Opal-RT is 
installed and Target which is the OP4510 real-time simulation 
equipment in a distributed simulation, this can be seen in Figure 
6. The blocks to configure the Analog IO for this model are 
described below: 

 
Figure 6. SM master subsystem. 

OpCtrl Block: The OpCtrl block is used to select the FPGA 
by the board index; it also serves to program the FPGA with the 
specified bitstream file and controls the hardware 
synchronization of the model. It is necessary to use the Bitstream 
files .bin and .conf, to configure the FPGA card with this it will 
be known in which pins of the DB37 connector they have to send 
analog signals and where they will be received. These files must 
be in the same folder where the Simulink file that is used in RT-
LAB is located. 

1) AnalogOut block: The AnalogOut analog output blocks 
apply their input values to the channels of the analog output 
module installed in OP4510 device connected to the TE0741 
card. Each block controls 8 channels of the analog output 
module. In the section "Slot infos" it shows the identification 
data of this block "Slot 2 Module B Subsection 1", this means 
that the signal will come out of a connector that will be in 
position 2B (Slot 2 Module B), and can contain the first 8 
channels (subsection 1) and also indicate how many outputs 
(channels) will be used with "Number of Aout Channels" which 
for this case is 1. The voltage range is set to 5 V to be 
compatible with Arduino. 

2) AnalogIn Block: The AnalogIn analog input blocks 
receive the acquired data from the analog input module 
installed in the OP4510 carrier connected to the ML605 card. 
Each block receives the voltage values of 8 channels of the 
Analog In module. Here "Slot infos: Slot 2 Module B 
Subsection 1", indicates that the signal is expected to enter 
through the connector that will be in position 2A (Slot 2 Module 
A), within the first 8 channels (subsection 1) and also indicates 
how many inputs (channels) will be used with "Number of Ain 
channels" which for this case are 2. 
 

3) Operation of Master subsystem: The Master subsystem 
contains the complete model to simulate in RT, as well as the 
IO configuration blocks, in addition to the analog input blocks 
and output analogs. In Figure 6, the BESS storage subsystem is 
removed and later integrated into an Arduino DUE device. Due 
to this we have an analog output block which will send the 
signal "delta f" to an analog input of the Arduino, before this 
block we have an operation where a constant is added, this point 

is very important since Arduino only it reads positive values, so 
the whole signal that is sent has to be on the positive side, the 
size of the constant that in this case is two will depend on the 
size of each system, this can be seen in Figure 7 (b). 

In the AnalogOut block, there are two inputs that come from 
the Arduino which have to be separated with a "demux" block, 
to these signals they have added a first-order filter as used in 
[13], to eliminate electronic noise. Arduino by default has a 
fixed value of Offset Voltage of 0.56 and as mentioned above 
the values that enter or leave the analogue signals of Arduino 
must be positive, so by the size of this signal in the outputs of 
the Arduino were added a constant of 0.1. In Figure 7 (a), after 
the filter, a rest of 0.66 is left, which is the sum of these two 
values. 

 
Figure 7. (a)Analog input and (b) Analogue output 

C. Console subsystem. 

The SC console subsystem contains user interface blocks 
(scopes, displays, manual switches, constants), runs on the host 
PC asynchronously from the compute subsystems. There is no 
generation of signals, mathematical operations or physical 
model [14]. It is necessary to have another OpComm block 
which will receive the signals coming from the Master block; 
there will be three signals, as seen in Figure 8. 

 
Figure 8. SC console subsystem  

In the console subsystem shown in Figure 6, three signals are 
received that enter the OpComm block and then visualized in the 
Scopes when the model is running in RT, the delta signal f is 
received from the electric power model, P_ESS and SOC are 
signals that have been generated from the Arduino and received 
by OP4510, and that can now be seen in Simulink's real-time 
model.  

D. Battery storage model Arduino 

Next, is presented the storage model with a battery that 
functions as control when changes are made in the frequency, 
which will be loaded in Arduino, to demonstrate its operation. 
One of the main points is to be able to include and synchronize 

(a) 

(b) 



in the HIL loop in conjunction with OPAL-RT and finally be 
able to simulate the complete system in RT. 

1) Features Arduino DUE: Arduino Due is a device with a 
microcontroller based on the Atmel SAM3X8E ARM Cortex-
M3 CPU and is the first Arduino board based on a 32-bit ARM 
core microcontroller. Arduino Due operates at 3.3 V. Therefore, 
the maximum voltage that the IO pins can tolerate is 3.3V, 
voltages higher than 3.3 V to any IO pin could damage it [15]. 
Since the model of Simulink Figure 6, developed for RT-Lab 
will generate in the IO analog signals with OP4510, it was 
necessary to choose Arduino DUE since it also has analog IO 
signals. Next, the Simulink model implemented in Arduino 
DUE is presented. 

2) Implementation model storage battery Arduino with 
Simulink: Simulink has a package that supports Arduino 
hardware; this can be used to develop and simulate algorithms 
that run independently in Arduino. Is possible to detect Arduino 
hardware complements in MATLAB, as well as other 
communication and configuration features. It also has blocks of 
a simultaneous link to configure and access the inputs and 
outputs of Arduino and external mode for the adjustment of 
interactive parameters and monitoring of the signal to while the 
algorithm is executed on the device [16]. Arduino Due was 
chosen because it has analog IOs, the processing and storage 
capacity is more significant with respect to other Arduinos; 
these characteristics are essential for HIL interaction with 
OP4510. The operation of Arduino Due with OP4510 is not 
direct, so it is necessary to add some operations so that analog 
signals entering and leaving Arduino are compatible with 
OP4510, this is shown in Figure 9. 

 

 
Figure 9. Battery storage model.  

The signal received by Arduino Due in the Analog Input 
block (pin 0) defined as deltaf comes from the power system 
model. If the measured voltage is equal to the analog reference 
voltage, the output of the block outputs 1023. To perform the 
coupling of the analog input signal with the BESS subsystem, it 
is necessary to add a 3.3 / 1023 gain that modifies this signal to 
the required ranges. It is necessary to perform a correction of the 
offset that is added with a constant of 2, as it is seen in Figure 
10. 

 

Figure 10. Analog input in Arduino Due. 

From the BESS subsystem, the power signals that return to 
the electrical system are obtained: P_ESS and the battery 
discharge signal and need to be sent back to the OP4510. It is 
necessary to add an offset to pass the signal to the positive side; 
this will depend on the size of this, 0.1 is used for this model. 
The analog output block generates a voltage on the specified 
DAC pin of the Arduino Due that has two 12-bit DAC pins, 
DAC0 and DAC1. When the block is used, it accepts a value 
uint16 but considers only the 12 most significant bits for the 
conversion. This block emits voltage (Vout) on the DAC pin, such 
that:  

 1
2

 = − + 
 

out ref offsetN

input
V V V   (1) 

where Vref = 2.2, input = 0 < input < 4095, N = 12, Voffset = 0.56. 
Therefore, in order to obtain the output signal in the correct 
ranges, it is necessary to obtain input from equation (1), as 
shown in equation (2). 

 2 1( )−= −
N

out offset
ref

input V V
V

  (2) 

Substituting the known values have: 

 
122 1 0.56
2.2

 −= − 
 outinput V   (3) 

Before the Arduino sends the signal to the outside, an offset 
block of 0.1 must be added to have an entirely positive signal, a 
gain of (2^12-1)/2.2; also a block of data type conversion uint16, 
as can be seen in Figure 11.  

 

Figure 11. Analog output in Arduino Due. 

V. SIMULATIONS AND RESULTS  

The Simulations of Hardware in the Loop was 
experimentally validated by implementing the frequency 
response of a single area electric power system with primary 
frequency control. The electric power system was prepared to be 
implemented in RT-Lab software that is compatible with Matlab 
Simulink. The results of these tests were compared with those 
obtained with the MATLAB/Simulink platform in simulations 
that were not performed in RT. Figure 12 shows the equipment 
used to carry out the experimental tests. 



 
Figure 12.  Equipment used to carry out the experimental tests. 

A. Presentation of the result: Frequency Response 

Results of the system are presented in Figure 13., it shows 
the results with the non-RT model obtained using MATLAB / 
Simulink, and in Figure 14 it shows the simulation obtained in 
HIL, and the image was captured from a Tektronix brand 
oscilloscope (TDS 210). The HIL simulation provided 
satisfactory results, with minimal errors in relation to the 
reference method. Basically, Figure 13 and Figure 14 show the 
results obtained for a frequency controller that uses a battery 
storage model integrated into an ATmega 2560 microcontroller 
external to the HIL platform. This experiment demonstrated the 
benefits of using HIL models in the development of integrated 
control algorithms, where the performance and feasibility of the 
new algorithms can be tested in RT, without the need to 
purchase expensive physical equipment. 

 
Figure 13. The non-RT model Frequency response obtained 

 
Figure 14. The RT model Frequency response obtained Tektronix scope. 

VI. CONCLUSION  

For the implementation was necessary to design a model for 
RT-Lab and configure the analog signals of outputs and inputs. 
It is necessary to design a model to be implemented in Arduino 
Due, since it has the possibility of accepting IO analog signals 

and also the high speed and information storage characteristics. 
The Arduino Due card has the capacity to communicate with 
OP4510, and for this, in the Simulink scheme it was necessary 
to carry out operations in order to have the IO signal in the 
necessary ranges, and therefore the BESS subsystem can work 
with the real values, after this to the output of the BESS 
subsystem it was necessary to add an offset, a gain to send 
voltage signals in the necessary ranges and a data converter 
block so that the output block can send the signal in the correct 
range. It was concluded that the controller implemented in 
Arduino, working in RT with the model of the electrical system 
implemented in RT-Lab, sent a control signal that benefits the 
recovery after the failure caused by an event. The framework 
was successfully evaluated by applying frequency response 
using a BEES storage model, implemented with the OPAL-RT 
and Arduino DUE devices. 

ACKNOWLEDGMENT  
J. Barrios-Gomez is grateful to CONACYT-Mexico for 

providing a Postdoctoral research fellowship.   

REFERENCES 
[1] M. Jamshidi, “System of Systems - Innovations for 21st Century,” in 2008 IEEE 

Region 10 and the Third international Conference on Industrial and 
Information Systems, 2008, pp. 6–7. 

[2] M. Jamshidi, “System of systems engineering - New challenges for the 21st 
century,” IEEE Aerosp. Electron. Syst. Mag., 2008. 

[3] B. Tekinderdogan, “Engineering connected intelligence : a socio-technical 
perspective,” 2016. 

[4] R. Le Moigne, O. Pasquier, and J. P. Calvez, “A generic RTOS model for real-
time systems simulation with systemC,” in Proceedings -Design, Automation 
and Test in Europe, DATE, 2004. 

[5] X. Guillaud et al., “Applications of Real-Time Simulation Technologies in 
Power and Energy Systems,” IEEE Power Energy Technol. Syst. J., 2015. 

[6] M. Armendariz, M. Chenine, L. Nordström, and A. Al-Hammouri, “A co-
simulation platform for medium/low voltage monitoring and control 
applications,” in 2014 IEEE PES Innovative Smart Grid Technologies 
Conference, ISGT 2014, 2014. 

[7] I. de Souza, S. Silva, R. Teles, and M. Fernandes, “Platform for Real-Time 
Simulation of Dynamic Systems and Hardware-in-the-Loop for Control 
Algorithms,” Sensors, vol. 14, no. 10, pp. 19176–19199, Oct. 2014. 

[8] B. S. Achary, S. Mishra, and A. Kumar, “Real time hardware in loop testing of 
single phase grid connected PV system,” in 2014 18th National Power Systems 
Conference, NPSC 2014, 2015. 

[9] Opal-rt, “OP5353 16/32 Digital Inputs,” in User Guide, . 
[10] T. OPAL-RT, “Preparing simulink model real time execution.” [Online]. 

Available: https://www.opal-rt.com/opal_tutorial/preparing-simulink-model-
real-time-execution/. 

[11] OPAL-RT(Technologies), “OP5360-2 USER MANUAL,” 5 to 30V 32 Digital 
Output Module. [Online]. Available: https://www.opal-rt.com/wp-
content/uploads/2016/07/OP5360-2-User-Manual.pdf. 

[12] OPAL-RT(Technologies), “OP5330 USER GUIDE,” Digital to Analog 
Converter Module. [Online]. Available: https://www.opal-rt.com/wp-
content/uploads/2016/07/OP5330_User_Manual.pdf. 

[13] M. Gavran, M. Fruk, and G. Vujisić, “PI controller for DC motor speed realized 
with Arduino and Simulink,” in 2017 40th International Convention on 
Information and Communication Technology, Electronics and Microelectronics 
(MIPRO), 2017, pp. 1557–1561. 

[14] OPAL-RT(Technologies), “Preparing simulink model real time execution.” 
[Online]. Available: https://www.opal-rt.com/opal_tutorial/preparing-
simulink-model-real-time-execution/. 

[15] © 2019 Arduino, “Arduino Due.” [Online]. Available: 
https://store.arduino.cc/due%0D. 

[16] H. Support, “Arduino Support from Simulink.” [Online]. Available: 
https://uk.mathworks.com/hardware-support/arduino-simulink.html. 

[17] Matlab, “Analog Input Arduino,” Measure voltage of analog input pin. 
[Online]. Available: 
https://uk.mathworks.com/help/supportpkg/arduino/ref/analoginput.html.

 


	2020GonzalezLongattFramework_POSTPRINT
	Framework+for+Real-Time+Simulation+of+Hardware+in+the+Loop+Applied+to+Primary+Frequency+Control


<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.7
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 0
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo true
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Remove
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /AbadiMT-CondensedLight
    /ACaslon-Italic
    /ACaslon-Regular
    /ACaslon-Semibold
    /ACaslon-SemiboldItalic
    /AdobeArabic-Bold
    /AdobeArabic-BoldItalic
    /AdobeArabic-Italic
    /AdobeArabic-Regular
    /AdobeHebrew-Bold
    /AdobeHebrew-BoldItalic
    /AdobeHebrew-Italic
    /AdobeHebrew-Regular
    /AdobeHeitiStd-Regular
    /AdobeMingStd-Light
    /AdobeMyungjoStd-Medium
    /AdobePiStd
    /AdobeSongStd-Light
    /AdobeThai-Bold
    /AdobeThai-BoldItalic
    /AdobeThai-Italic
    /AdobeThai-Regular
    /AGaramond-Bold
    /AGaramond-BoldItalic
    /AGaramond-Italic
    /AGaramond-Regular
    /AGaramond-Semibold
    /AGaramond-SemiboldItalic
    /AgencyFB-Bold
    /AgencyFB-Reg
    /AGOldFace-Outline
    /AharoniBold
    /Algerian
    /Americana
    /Americana-ExtraBold
    /AndaleMono
    /AndaleMonoIPA
    /AngsanaNew
    /AngsanaNew-Bold
    /AngsanaNew-BoldItalic
    /AngsanaNew-Italic
    /AngsanaUPC
    /AngsanaUPC-Bold
    /AngsanaUPC-BoldItalic
    /AngsanaUPC-Italic
    /Anna
    /ArialAlternative
    /ArialAlternativeSymbol
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialMT-Black
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /ArrusBT-Bold
    /ArrusBT-BoldItalic
    /ArrusBT-Italic
    /ArrusBT-Roman
    /AvantGarde-Book
    /AvantGarde-BookOblique
    /AvantGarde-Demi
    /AvantGarde-DemiOblique
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /BakerSignet
    /BankGothicBT-Medium
    /Barmeno-Bold
    /Barmeno-ExtraBold
    /Barmeno-Medium
    /Barmeno-Regular
    /Baskerville
    /BaskervilleBE-Italic
    /BaskervilleBE-Medium
    /BaskervilleBE-MediumItalic
    /BaskervilleBE-Regular
    /Baskerville-Bold
    /Baskerville-BoldItalic
    /Baskerville-Italic
    /BaskOldFace
    /Batang
    /BatangChe
    /Bauhaus93
    /Bellevue
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BerlingAntiqua-Bold
    /BerlingAntiqua-BoldItalic
    /BerlingAntiqua-Italic
    /BerlingAntiqua-Roman
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BernhardModernBT-Italic
    /BernhardModernBT-Roman
    /BiffoMT
    /BinnerD
    /BinnerGothic
    /BlackadderITC-Regular
    /Blackoak
    /blex
    /blsy
    /Bodoni
    /Bodoni-Bold
    /Bodoni-BoldItalic
    /Bodoni-Italic
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /Bodoni-Poster
    /Bodoni-PosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /Bookman-Demi
    /Bookman-DemiItalic
    /Bookman-Light
    /Bookman-LightItalic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolOne-Regular
    /BookshelfSymbolSeven
    /BookshelfSymbolThree-Regular
    /BookshelfSymbolTwo-Regular
    /Botanical
    /Boton-Italic
    /Boton-Medium
    /Boton-MediumItalic
    /Boton-Regular
    /Boulevard
    /BradleyHandITC
    /Braggadocio
    /BritannicBold
    /Broadway
    /BrowalliaNew
    /BrowalliaNew-Bold
    /BrowalliaNew-BoldItalic
    /BrowalliaNew-Italic
    /BrowalliaUPC
    /BrowalliaUPC-Bold
    /BrowalliaUPC-BoldItalic
    /BrowalliaUPC-Italic
    /BrushScript
    /BrushScriptMT
    /CaflischScript-Bold
    /CaflischScript-Regular
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /Carta
    /CaslonOpenfaceBT-Regular
    /Castellar
    /CastellarMT
    /Centaur
    /Centaur-Italic
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchL-Bold
    /CenturySchL-BoldItal
    /CenturySchL-Ital
    /CenturySchL-Roma
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CGTimes-Bold
    /CGTimes-BoldItalic
    /CGTimes-Italic
    /CGTimes-Regular
    /CharterBT-Bold
    /CharterBT-BoldItalic
    /CharterBT-Italic
    /CharterBT-Roman
    /CheltenhamITCbyBT-Bold
    /CheltenhamITCbyBT-BoldItalic
    /CheltenhamITCbyBT-Book
    /CheltenhamITCbyBT-BookItalic
    /Chiller-Regular
    /Cmb10
    /CMB10
    /Cmbsy10
    /CMBSY10
    /CMBSY5
    /CMBSY6
    /CMBSY7
    /CMBSY8
    /CMBSY9
    /Cmbx10
    /CMBX10
    /Cmbx12
    /CMBX12
    /Cmbx5
    /CMBX5
    /Cmbx6
    /CMBX6
    /Cmbx7
    /CMBX7
    /Cmbx8
    /CMBX8
    /Cmbx9
    /CMBX9
    /Cmbxsl10
    /CMBXSL10
    /Cmbxti10
    /CMBXTI10
    /Cmcsc10
    /CMCSC10
    /Cmcsc8
    /CMCSC8
    /Cmcsc9
    /CMCSC9
    /Cmdunh10
    /CMDUNH10
    /Cmex10
    /CMEX10
    /CMEX7
    /CMEX8
    /CMEX9
    /Cmff10
    /CMFF10
    /Cmfi10
    /CMFI10
    /Cmfib8
    /CMFIB8
    /Cminch
    /CMINCH
    /Cmitt10
    /CMITT10
    /Cmmi10
    /CMMI10
    /Cmmi12
    /CMMI12
    /Cmmi5
    /CMMI5
    /Cmmi6
    /CMMI6
    /Cmmi7
    /CMMI7
    /Cmmi8
    /CMMI8
    /Cmmi9
    /CMMI9
    /Cmmib10
    /CMMIB10
    /CMMIB5
    /CMMIB6
    /CMMIB7
    /CMMIB8
    /CMMIB9
    /Cmr10
    /CMR10
    /Cmr12
    /CMR12
    /Cmr17
    /CMR17
    /Cmr5
    /CMR5
    /Cmr6
    /CMR6
    /Cmr7
    /CMR7
    /Cmr8
    /CMR8
    /Cmr9
    /CMR9
    /Cmsl10
    /CMSL10
    /Cmsl12
    /CMSL12
    /Cmsl8
    /CMSL8
    /Cmsl9
    /CMSL9
    /Cmsltt10
    /CMSLTT10
    /Cmss10
    /CMSS10
    /Cmss12
    /CMSS12
    /Cmss17
    /CMSS17
    /Cmss8
    /CMSS8
    /Cmss9
    /CMSS9
    /Cmssbx10
    /CMSSBX10
    /Cmssdc10
    /CMSSDC10
    /Cmssi10
    /CMSSI10
    /Cmssi12
    /CMSSI12
    /Cmssi17
    /CMSSI17
    /Cmssi8
    /CMSSI8
    /Cmssi9
    /CMSSI9
    /Cmssq8
    /CMSSQ8
    /Cmssqi8
    /CMSSQI8
    /Cmsy10
    /CMSY10
    /Cmsy5
    /CMSY5
    /Cmsy6
    /CMSY6
    /Cmsy7
    /CMSY7
    /Cmsy8
    /CMSY8
    /Cmsy9
    /CMSY9
    /Cmtcsc10
    /CMTCSC10
    /Cmtex10
    /CMTEX10
    /Cmtex8
    /CMTEX8
    /Cmtex9
    /CMTEX9
    /Cmti10
    /CMTI10
    /Cmti12
    /CMTI12
    /Cmti7
    /CMTI7
    /Cmti8
    /CMTI8
    /Cmti9
    /CMTI9
    /Cmtt10
    /CMTT10
    /Cmtt12
    /CMTT12
    /Cmtt8
    /CMTT8
    /Cmtt9
    /CMTT9
    /Cmu10
    /CMU10
    /Cmvtt10
    /CMVTT10
    /ColonnaMT
    /Colossalis-Bold
    /ComicSansMS
    /ComicSansMS-Bold
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothic-Light
    /Copperplate-ThirtyThreeBC
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CordiaNew
    /CordiaNew-Bold
    /CordiaNew-BoldItalic
    /CordiaNew-Italic
    /CordiaUPC
    /CordiaUPC-Bold
    /CordiaUPC-BoldItalic
    /CordiaUPC-Italic
    /Courier
    /Courier-Bold
    /Courier-BoldOblique
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /Courier-Oblique
    /CourierStd
    /CourierStd-Bold
    /CourierStd-BoldOblique
    /CourierStd-Oblique
    /CourierX-Bold
    /CourierX-BoldOblique
    /CourierX-Oblique
    /CourierX-Regular
    /CreepyRegular
    /CurlzMT
    /David-Bold
    /David-Reg
    /DavidTransparent
    /Dcb10
    /Dcbx10
    /Dcbxsl10
    /Dcbxti10
    /Dccsc10
    /Dcitt10
    /Dcr10
    /Desdemona
    /DilleniaUPC
    /DilleniaUPCBold
    /DilleniaUPCBoldItalic
    /DilleniaUPCItalic
    /Dingbats
    /DomCasual
    /Dotum
    /DotumChe
    /DoulosSIL
    /EdwardianScriptITC
    /Elephant-Italic
    /Elephant-Regular
    /EngraversGothicBT-Regular
    /EngraversMT
    /EraserDust
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /ErieBlackPSMT
    /ErieLightPSMT
    /EriePSMT
    /EstrangeloEdessa
    /Euclid
    /Euclid-Bold
    /Euclid-BoldItalic
    /EuclidExtra
    /EuclidExtra-Bold
    /EuclidFraktur
    /EuclidFraktur-Bold
    /Euclid-Italic
    /EuclidMathOne
    /EuclidMathOne-Bold
    /EuclidMathTwo
    /EuclidMathTwo-Bold
    /EuclidSymbol
    /EuclidSymbol-Bold
    /EuclidSymbol-BoldItalic
    /EuclidSymbol-Italic
    /EucrosiaUPC
    /EucrosiaUPCBold
    /EucrosiaUPCBoldItalic
    /EucrosiaUPCItalic
    /EUEX10
    /EUEX7
    /EUEX8
    /EUEX9
    /EUFB10
    /EUFB5
    /EUFB7
    /EUFM10
    /EUFM5
    /EUFM7
    /EURB10
    /EURB5
    /EURB7
    /EURM10
    /EURM5
    /EURM7
    /EuroMono-Bold
    /EuroMono-BoldItalic
    /EuroMono-Italic
    /EuroMono-Regular
    /EuroSans-Bold
    /EuroSans-BoldItalic
    /EuroSans-Italic
    /EuroSans-Regular
    /EuroSerif-Bold
    /EuroSerif-BoldItalic
    /EuroSerif-Italic
    /EuroSerif-Regular
    /EUSB10
    /EUSB5
    /EUSB7
    /EUSM10
    /EUSM5
    /EUSM7
    /FelixTitlingMT
    /Fences
    /FencesPlain
    /FigaroMT
    /FixedMiriamTransparent
    /FootlightMTLight
    /Formata-Italic
    /Formata-Medium
    /Formata-MediumItalic
    /Formata-Regular
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothicITCbyBT-Book
    /FranklinGothicITCbyBT-BookItal
    /FranklinGothicITCbyBT-Demi
    /FranklinGothicITCbyBT-DemiItal
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FrankRuehl
    /FreesiaUPC
    /FreesiaUPCBold
    /FreesiaUPCBoldItalic
    /FreesiaUPCItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /Frutiger-Black
    /Frutiger-BlackCn
    /Frutiger-BlackItalic
    /Frutiger-Bold
    /Frutiger-BoldCn
    /Frutiger-BoldItalic
    /Frutiger-Cn
    /Frutiger-ExtraBlackCn
    /Frutiger-Italic
    /Frutiger-Light
    /Frutiger-LightCn
    /Frutiger-LightItalic
    /Frutiger-Roman
    /Frutiger-UltraBlack
    /Futura-Bold
    /Futura-BoldOblique
    /Futura-Book
    /Futura-BookOblique
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-Book
    /FuturaBT-BookItalic
    /FuturaBT-Medium
    /FuturaBT-MediumItalic
    /Futura-Light
    /Futura-LightOblique
    /GalliardITCbyBT-Bold
    /GalliardITCbyBT-BoldItalic
    /GalliardITCbyBT-Italic
    /GalliardITCbyBT-Roman
    /Garamond
    /Garamond-Bold
    /Garamond-BoldCondensed
    /Garamond-BoldCondensedItalic
    /Garamond-BoldItalic
    /Garamond-BookCondensed
    /Garamond-BookCondensedItalic
    /Garamond-Italic
    /Garamond-LightCondensed
    /Garamond-LightCondensedItalic
    /Gautami
    /GeometricSlab703BT-Light
    /GeometricSlab703BT-LightItalic
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /GeorgiaRef
    /Giddyup
    /Giddyup-Thangs
    /Gigi-Regular
    /GillSans
    /GillSans-Bold
    /GillSans-BoldItalic
    /GillSans-Condensed
    /GillSans-CondensedBold
    /GillSans-Italic
    /GillSans-Light
    /GillSans-LightItalic
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /Gothic-Thirteen
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /GoudyTextMT-LombardicCapitals
    /GSIDefaultSymbols
    /Gulim
    /GulimChe
    /Gungsuh
    /GungsuhChe
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /Helvetica
    /Helvetica-Black
    /Helvetica-BlackOblique
    /Helvetica-Bold
    /Helvetica-BoldOblique
    /Helvetica-Condensed
    /Helvetica-Condensed-Black
    /Helvetica-Condensed-BlackObl
    /Helvetica-Condensed-Bold
    /Helvetica-Condensed-BoldObl
    /Helvetica-Condensed-Light
    /Helvetica-Condensed-LightObl
    /Helvetica-Condensed-Oblique
    /Helvetica-Fraction
    /Helvetica-Narrow
    /Helvetica-Narrow-Bold
    /Helvetica-Narrow-BoldOblique
    /Helvetica-Narrow-Oblique
    /Helvetica-Oblique
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-BoldCondensed
    /Humanist521BT-Light
    /Humanist521BT-LightItalic
    /Humanist521BT-RomanCondensed
    /Imago-ExtraBold
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /IrisUPC
    /IrisUPCBold
    /IrisUPCBoldItalic
    /IrisUPCItalic
    /Ironwood
    /ItcEras-Medium
    /ItcKabel-Bold
    /ItcKabel-Book
    /ItcKabel-Demi
    /ItcKabel-Medium
    /ItcKabel-Ultra
    /JasmineUPC
    /JasmineUPC-Bold
    /JasmineUPC-BoldItalic
    /JasmineUPC-Italic
    /JoannaMT
    /JoannaMT-Italic
    /Jokerman-Regular
    /JuiceITC-Regular
    /Kartika
    /Kaufmann
    /KaufmannBT-Bold
    /KaufmannBT-Regular
    /KidTYPEPaint
    /KinoMT
    /KodchiangUPC
    /KodchiangUPC-Bold
    /KodchiangUPC-BoldItalic
    /KodchiangUPC-Italic
    /KorinnaITCbyBT-Regular
    /KristenITC-Regular
    /KrutiDev040Bold
    /KrutiDev040BoldItalic
    /KrutiDev040Condensed
    /KrutiDev040Italic
    /KrutiDev040Thin
    /KrutiDev040Wide
    /KrutiDev060
    /KrutiDev060Bold
    /KrutiDev060BoldItalic
    /KrutiDev060Condensed
    /KrutiDev060Italic
    /KrutiDev060Thin
    /KrutiDev060Wide
    /KrutiDev070
    /KrutiDev070Condensed
    /KrutiDev070Italic
    /KrutiDev070Thin
    /KrutiDev070Wide
    /KrutiDev080
    /KrutiDev080Condensed
    /KrutiDev080Italic
    /KrutiDev080Wide
    /KrutiDev090
    /KrutiDev090Bold
    /KrutiDev090BoldItalic
    /KrutiDev090Condensed
    /KrutiDev090Italic
    /KrutiDev090Thin
    /KrutiDev090Wide
    /KrutiDev100
    /KrutiDev100Bold
    /KrutiDev100BoldItalic
    /KrutiDev100Condensed
    /KrutiDev100Italic
    /KrutiDev100Thin
    /KrutiDev100Wide
    /KrutiDev120
    /KrutiDev120Condensed
    /KrutiDev120Thin
    /KrutiDev120Wide
    /KrutiDev130
    /KrutiDev130Condensed
    /KrutiDev130Thin
    /KrutiDev130Wide
    /KunstlerScript
    /Latha
    /LatinWide
    /LetterGothic
    /LetterGothic-Bold
    /LetterGothic-BoldOblique
    /LetterGothic-BoldSlanted
    /LetterGothicMT
    /LetterGothicMT-Bold
    /LetterGothicMT-BoldOblique
    /LetterGothicMT-Oblique
    /LetterGothic-Slanted
    /LevenimMT
    /LevenimMTBold
    /LilyUPC
    /LilyUPCBold
    /LilyUPCBoldItalic
    /LilyUPCItalic
    /Lithos-Black
    /Lithos-Regular
    /LotusWPBox-Roman
    /LotusWPIcon-Roman
    /LotusWPIntA-Roman
    /LotusWPIntB-Roman
    /LotusWPType-Roman
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Lydian
    /Magneto-Bold
    /MaiandraGD-Regular
    /Mangal-Regular
    /Map-Symbols
    /MathA
    /MathB
    /MathC
    /Mathematica1
    /Mathematica1-Bold
    /Mathematica1Mono
    /Mathematica1Mono-Bold
    /Mathematica2
    /Mathematica2-Bold
    /Mathematica2Mono
    /Mathematica2Mono-Bold
    /Mathematica3
    /Mathematica3-Bold
    /Mathematica3Mono
    /Mathematica3Mono-Bold
    /Mathematica4
    /Mathematica4-Bold
    /Mathematica4Mono
    /Mathematica4Mono-Bold
    /Mathematica5
    /Mathematica5-Bold
    /Mathematica5Mono
    /Mathematica5Mono-Bold
    /Mathematica6
    /Mathematica6Bold
    /Mathematica6Mono
    /Mathematica6MonoBold
    /Mathematica7
    /Mathematica7Bold
    /Mathematica7Mono
    /Mathematica7MonoBold
    /MatisseITC-Regular
    /MaturaMTScriptCapitals
    /Mesquite
    /Mezz-Black
    /Mezz-Regular
    /MICR
    /MicrosoftSansSerif
    /MingLiU
    /Minion-BoldCondensed
    /Minion-BoldCondensedItalic
    /Minion-Condensed
    /Minion-CondensedItalic
    /Minion-Ornaments
    /MinionPro-Bold
    /MinionPro-BoldIt
    /MinionPro-It
    /MinionPro-Regular
    /Miriam
    /MiriamFixed
    /MiriamTransparent
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MonotypeSorts
    /MSAM10
    /MSAM5
    /MSAM6
    /MSAM7
    /MSAM8
    /MSAM9
    /MSBM10
    /MSBM5
    /MSBM6
    /MSBM7
    /MSBM8
    /MSBM9
    /MS-Gothic
    /MSHei
    /MSLineDrawPSMT
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReference1
    /MSReference2
    /MSReferenceSansSerif
    /MSReferenceSansSerif-Bold
    /MSReferenceSansSerif-BoldItalic
    /MSReferenceSansSerif-Italic
    /MSReferenceSerif
    /MSReferenceSerif-Bold
    /MSReferenceSerif-BoldItalic
    /MSReferenceSerif-Italic
    /MSReferenceSpecialty
    /MSSong
    /MS-UIGothic
    /MT-Extra
    /MTExtraTiger
    /MT-Symbol
    /MT-Symbol-Italic
    /MVBoli
    /Myriad-Bold
    /Myriad-BoldItalic
    /Myriad-Italic
    /Myriad-Roman
    /Narkisim
    /NewCenturySchlbk-Bold
    /NewCenturySchlbk-BoldItalic
    /NewCenturySchlbk-Italic
    /NewCenturySchlbk-Roman
    /NewMilleniumSchlbk-BoldItalicSH
    /NewsGothic
    /NewsGothic-Bold
    /NewsGothicBT-Bold
    /NewsGothicBT-BoldItalic
    /NewsGothicBT-Italic
    /NewsGothicBT-Roman
    /NewsGothic-Condensed
    /NewsGothic-Italic
    /NewsGothicMT
    /NewsGothicMT-Bold
    /NewsGothicMT-Italic
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /NimbusMonL-Bold
    /NimbusMonL-BoldObli
    /NimbusMonL-Regu
    /NimbusMonL-ReguObli
    /NimbusRomNo9L-Medi
    /NimbusRomNo9L-MediItal
    /NimbusRomNo9L-Regu
    /NimbusRomNo9L-ReguItal
    /NimbusSanL-Bold
    /NimbusSanL-BoldCond
    /NimbusSanL-BoldCondItal
    /NimbusSanL-BoldItal
    /NimbusSanL-Regu
    /NimbusSanL-ReguCond
    /NimbusSanL-ReguCondItal
    /NimbusSanL-ReguItal
    /Nimrod
    /Nimrod-Bold
    /Nimrod-BoldItalic
    /Nimrod-Italic
    /NSimSun
    /Nueva-BoldExtended
    /Nueva-BoldExtendedItalic
    /Nueva-Italic
    /Nueva-Roman
    /NuptialScript
    /OCRA
    /OCRA-Alternate
    /OCRAExtended
    /OCRB
    /OCRB-Alternate
    /OfficinaSans-Bold
    /OfficinaSans-BoldItalic
    /OfficinaSans-Book
    /OfficinaSans-BookItalic
    /OfficinaSerif-Bold
    /OfficinaSerif-BoldItalic
    /OfficinaSerif-Book
    /OfficinaSerif-BookItalic
    /OldEnglishTextMT
    /Onyx
    /OnyxBT-Regular
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /Palatino-Bold
    /Palatino-BoldItalic
    /Palatino-Italic
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Palatino-Roman
    /PapyrusPlain
    /Papyrus-Regular
    /Parchment-Regular
    /Parisian
    /ParkAvenue
    /Penumbra-SemiboldFlare
    /Penumbra-SemiboldSans
    /Penumbra-SemiboldSerif
    /PepitaMT
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /PhotinaCasualBlack
    /Playbill
    /PMingLiU
    /Poetica-SuppOrnaments
    /PoorRichard-Regular
    /PopplLaudatio-Italic
    /PopplLaudatio-Medium
    /PopplLaudatio-MediumItalic
    /PopplLaudatio-Regular
    /PrestigeElite
    /Pristina-Regular
    /PTBarnumBT-Regular
    /Raavi
    /RageItalic
    /Ravie
    /RefSpecialty
    /Ribbon131BT-Bold
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /Rockwell-Light
    /Rockwell-LightItalic
    /Rod
    /RodTransparent
    /RunicMT-Condensed
    /Sanvito-Light
    /Sanvito-Roman
    /ScriptC
    /ScriptMTBold
    /SegoeUI
    /SegoeUI-Bold
    /SegoeUI-BoldItalic
    /SegoeUI-Italic
    /Serpentine-BoldOblique
    /ShelleyVolanteBT-Regular
    /ShowcardGothic-Reg
    /Shruti
    /SILDoulosIPA
    /SimHei
    /SimSun
    /SimSun-PUA
    /SnapITC-Regular
    /StandardSymL
    /Stencil
    /StoneSans
    /StoneSans-Bold
    /StoneSans-BoldItalic
    /StoneSans-Italic
    /StoneSans-Semibold
    /StoneSans-SemiboldItalic
    /Stop
    /Swiss721BT-BlackExtended
    /Sylfaen
    /Symbol
    /SymbolMT
    /SymbolTiger
    /SymbolTigerExpert
    /Tahoma
    /Tahoma-Bold
    /Tci1
    /Tci1Bold
    /Tci1BoldItalic
    /Tci1Italic
    /Tci2
    /Tci2Bold
    /Tci2BoldItalic
    /Tci2Italic
    /Tci3
    /Tci3Bold
    /Tci3BoldItalic
    /Tci3Italic
    /Tci4
    /Tci4Bold
    /Tci4BoldItalic
    /Tci4Italic
    /TechnicalItalic
    /TechnicalPlain
    /Tekton
    /Tekton-Bold
    /TektonMM
    /Tempo-HeavyCondensed
    /Tempo-HeavyCondensedItalic
    /TempusSansITC
    /Tiger
    /TigerExpert
    /Times-Bold
    /Times-BoldItalic
    /Times-BoldItalicOsF
    /Times-BoldSC
    /Times-ExtraBold
    /Times-Italic
    /Times-ItalicOsF
    /TimesNewRomanMT-ExtraBold
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Times-Roman
    /Times-RomanSC
    /Trajan-Bold
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-CondensedMedium
    /TwCenMT-Italic
    /TwCenMT-Regular
    /Univers-Bold
    /Univers-BoldItalic
    /UniversCondensed-Bold
    /UniversCondensed-BoldItalic
    /UniversCondensed-Medium
    /UniversCondensed-MediumItalic
    /Univers-Medium
    /Univers-MediumItalic
    /URWBookmanL-DemiBold
    /URWBookmanL-DemiBoldItal
    /URWBookmanL-Ligh
    /URWBookmanL-LighItal
    /URWChanceryL-MediItal
    /URWGothicL-Book
    /URWGothicL-BookObli
    /URWGothicL-Demi
    /URWGothicL-DemiObli
    /URWPalladioL-Bold
    /URWPalladioL-BoldItal
    /URWPalladioL-Ital
    /URWPalladioL-Roma
    /USPSBarCode
    /VAGRounded-Black
    /VAGRounded-Bold
    /VAGRounded-Light
    /VAGRounded-Thin
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VerdanaRef
    /VinerHandITC
    /Viva-BoldExtraExtended
    /Vivaldii
    /Viva-LightCondensed
    /Viva-Regular
    /VladimirScript
    /Vrinda
    /Webdings
    /Westminster
    /Willow
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WNCYB10
    /WNCYI10
    /WNCYR10
    /WNCYSC10
    /WNCYSS10
    /WoodtypeOrnaments-One
    /WoodtypeOrnaments-Two
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /XYATIP10
    /XYBSQL10
    /XYBTIP10
    /XYCIRC10
    /XYCMAT10
    /XYCMBT10
    /XYDASH10
    /XYEUAT10
    /XYEUBT10
    /ZapfChancery-MediumItalic
    /ZapfDingbats
    /ZapfHumanist601BT-Bold
    /ZapfHumanist601BT-BoldItalic
    /ZapfHumanist601BT-Demi
    /ZapfHumanist601BT-DemiItalic
    /ZapfHumanist601BT-Italic
    /ZapfHumanist601BT-Roman
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 2.00333
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 2.00333
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 600
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.00167
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata pogodnih za pouzdani prikaz i ispis poslovnih dokumenata koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [612.000 792.000]
>> setpagedevice




